
ADJUSTABLE VALVE BOX AND VALVE NUT EXENSION

PROVIDE HEAVY DUT CAST-IRON
VALVE BOX CAP, MAKED AS
INDICATED. PAINT PER SCHEDULE

FLAGE OR FLE

TOP SLEEV (SPLIT)
NO. 20 GAGE STEEL.
GALVANIZED

PAINT SCHEDULE
BLUE: H.B. FULLER APPLIED

BY THE FUSION POWDERED
EPOXY METHOD BY
FUSECOTE CO., INC. OR
DISTRICT APPROVED EQUAL

GENERAL NOTES:
1. A REDWOOD 2" x 4" PAINTED RED

IS TO BE PLACED IN VALVE BOX FOR
ALL NORMALY CLOSED VALVES.
LENGTH TO BE DETRMINED BY
DEPTH OF GATE VALVE.

2. VALVE NUT EXENSIONS WILL BE
REQUIRED WHERE THE DISTANCE
FROM FINISHED GRAE TO THE
VALVE NUT EXCEEDS FIVE (5) FEET.

.. .
, . .

. '.
-. ') . ....: e

WHEN VALVE BOX IS IN A
DIRT AREA, CONTRACTOR
TO CONSTRUCT 2' x 2' x 4"
AC PAD AROUND VALVE
CAN

PARKWAY GRAE OR
PAVED SURFACE
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WATER

BOTTOM SLEEVE
(PVC SCH 40)
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ADJUSTABLE VALVE BOX AND VALVE NUT EXENSION (CONTINUED)

PARKWAY GRAE
OR PAVED SURFACE
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2" x 2ft X 2" SQUAR
OPERATING NUT
PAINTED PER SCHEDULE

SECTION A-A

A
1 112" SQUARE STEEL
TUBING WHICH 1/S"
MINIMUM WALL THICKNESS
PAINTED PER SCHEDULE

7112" DIAx 1/S" STEEL PLATES
SPACED, 1/3 THE LENGTH OF THE
EXNSION, FROM THE TOP AND
BOTTOM OF THE EXENSION
UNLESS EXNSION IS LESS THAN
4' LONG THEN INSTALL ONLY
TOP PLATE AT TOP 1/3 DISTANCE
PAINTED PER SCHEDULE

USE SILICONE CAULKING
(NOT EPOXY) TO KEEP
EXNSION IN PLACE
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BOTTOM SLEEV
(PVC SCH 40)

NEW CONSTRUCTION: INSTALL
NUT (WELD) WIT 1/4" BOLT
FOR SET SCRE

PAINT SCHEDULE FOR
VALVE NUT EXTENSION
VALVE NUT EXNSION SHAL BE
PAINTD WIH 2 COATS OF DISTRICT
APPROVED RED PRIMER AND 2 COATS
OF DISTRICT APPROVED SAFET YELLOW.
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