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TANK - CLEANOUT DOOR (CONTINUED)

GENERAL NOTES:

1. THE DIMENSIONS OF REINFORCING PLATES, THICKNESS OF WELDS AND ALIKE ARE TO BE CALCULATED AND
SUBMITTD FOR REVIEW. AMERICAN PETOLEUM INSTITUTE (API) STANDARD 650 IS TO BE USED AS REFERENCE.

2. MANHOLE COVER BOLTS, NUTS, AND WASHERS SHA BE CADMIUM PLATED.

3. WIDTH (w) AND HEIGHT (h) OF DOOR SHAL BE AS SPECIFIED ON PLAS.

LOS ANGEL.ES. COUNTY WATERWORKS DISTRICTS

DEPARTMENT OF PUBLIC WORKS STANDARD PLAN

APPROVED W-30
APRIL 200

DATE SHEET 2 OF 2


