
FLUSHOUT 2" BURIED

2" ANGLE BAL STOP WI
FLAE x FLANGE
LOCK WINGS,
LEAVE STOP CLOSED
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2" BLAK COVER

# 6 POLYMER BOX & LID

TYPE "K" COPPER TUBING

2" COPPER 45° BEND

2" CORP STOP

2" COPPER
90° BEND

STANDARD SERVICE CONNECTION - 2" COPPER
NTS

JONES FH
2112" OUTLET

2" GALV PIPE

2" GALV 90° ELBOW

2" COPPER METR FLANGE

2" GALV NIPPLE

GENERA NOTE: SEE STANDARD PLANS W-5, W-7, & W-3
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